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NOTES:
1. ALL FITTINGS INSIDE OF BOX /VALUT SHALL BE FLANGED FITTINGS.
2. DISTANCE BETWEEN THE VALVE AND STRAINER ON INLET SIDE AND BETWEEN

THE METER AND VALVE ON DISCHARGE SIDE SHALL BE 5X DIAMETER OF PIPE.
3. SEE DETAILS 5.6 & 5.7.
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NO REVISION OR MODIFICATION OF THIS DETAIL SHALL BE MADE WITHOUT PRIOR
WRITTEN APPROVAL FROM AUGUSTA UTILITIES DEPARTMENT.
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AUGUSTA UTILITIES DEPARTMENT

452 WALKER STREET, SUITE 200

AUGUSTA, GA 30901
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